
Title 26  
DEPARTMENT OF THE ENVIRONMENT 

Subtitle 11 AIR QUALITY 

26.11.38 Control of NOx Emissions from Coal-Fired Electric Generating Units 

Authority: Environment Article, §§1-404, 2-103, and 2-301—2-303, Annotated Code of 
Maryland  

Notice of Final Action 

   On January 16, 2015, the Secretary of the Environment adopted new Regulations .01 and .06 
under 26.11.38 Control of NOx Emissions from Coal-Fired Electric Generating Units.   This 
action, which was proposed for adoption in 41:24 Md. R. 1449-1454 (December 1, 2014), has 
been adopted with the nonsubstantive changes below.  

   Effective Date: February 2, 2015 

Attorney General's Certification  

In accordance with State Government Article, §10-113, Annotated Code of Maryland,  
the Attorney General certifies that the following changes do not differ substantively from  
the proposed text. The nature of the changes and the basis for this conclusion are as follows: the 
following text clarifications that do not change the intent or impact of the Section. 

.03 2015 NOx Emission Control Requirements. 
     A. Daily NOx Reduction Requirements During the Ozone Season.  

     (1) Not later than 45 days after the effective date of this regulation, the owner or operator of an affected electric 
generating unit shall submit a plan to the Department and EPA for approval that demonstrates how each affected electric 
generating unit ("the unit") will operate installed pollution control technology and combustion controls to meet the requirements 
of §A(2) of this regulation. The plan shall summarize the data that will be collected to demonstrate compliance with §A(2). The 
plan shall cover all modes of operation, including but not limited to normal operations, start-up, shut-down and low [[capacity]] 
load operations. 

(2) (proposed text unchanged) 
 

.05 Compliance Demonstration Requirements. 
   A. Procedures for demonstrating compliance with §.03(A) of this chapter. 

(1) (proposed text unchanged) 
(2)  An affected electric generating unit shall not be required to submit a unit-specific report consistent with §A(3) of this 

regulation [[where]] when the unit emits at levels that are at or below the following rates: 
(3) The owner or operator of an affected electric generating unit subject to §.03(A)(2) of this chapter shall submit a unit-

specific report for each day the unit exceeds its NOx emission rate of §A(2) of this regulation, which shall include the following 
information for the entire operating day: 

 (a) – (g) (proposed text unchanged) 
            (h) (proposed text unchanged) 

             (i) – (ii) (proposed text unchanged) 
             (iii) dispatch requirements that mandate unplanned operation (e.g. start-ups and shut-downs, idling and 

operation at low voltage or low [[capacity]] load);  
(i) – (j) (proposed text unchanged) 

 



(4) An exceedance of the emissions rate of §A(2) of this regulation as a result of factors,  including but not limited to start-
up and shut-down, days when the unit was directed by the electric grid operator to operate at low [[capacity]] load  or to operate 
pursuant to any emergency generation operations required by the electric grid operator, including necessary testing for such 
emergency operations or to have otherwise occurred during operations which are deemed consistent with the unit’s technological 
limitations, manufacturers’ specifications, good engineering and maintenance practices, and good air pollution control practices 
for minimizing emissions, shall not be considered a violation of §.03A(2) of this chapter provided that the provisions of the 
approved plan as required in §.03A(1) are met.   

B. (proposed text unchanged) 

 

David Costello 
 Acting Secretary of the Environment 

 


